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DIVISION 28 SECTION 283111, "DIGITAL, ADDRESSABLE FIRE ALARM SYSTEM."

TIE DAMPER AND FLOW SWITCHES INTO FIRE ALARM SYSTEM. REFER TO CSI 8.   

BRACING NOT SHOWN.   

INSTALL SEISMIC BRACING AS REQUIRED BY SPECIFICATIONS; SEISMIC7.  

SYSTEMS" FOR SPRINKLER SYSTEM DESIGN CRITERIA.   

REFER TO CSI DIVISION 21 SECTION 211313, "WET-PIPE SPRINKLER 6.   

CONSTRUCTION.   

FIRE SEAL SHALL MATCH THE FIRE RATING OF THE ADJACENT    

SEAL WHERE PIPES PASS THROUGH FIRE RATED CONSTRUCTION.   

SLEEVES, SEAL AROUND OPENINGS, AND FINISH THE OPENINGS. FIRE    

WHERE PIPES PASS THROUGH EXPOSED SURFACES, PROVIDE PIPE5.   

ESCUTCHEON PLATE/FRAMES.     

CEILINGS, ROOFS, AND WALLS, PROVIDE PIPE SLEEVES AND   

WHERE PIPES PASS THROUGH FINISHED SURFACES OF FLOORS,4.   

TO CLEAR BEAMS AND REINFORCEMENT BARS.   

MANUFACTURER. EXACT LOCATIONS SHALL BE FIELD COORDINATED   

PIPES. HOLE TOLERANCES SHALL MEET REQUIREMENTS OF SLEEVE   

DRILLED TO ACCOMMODATE PIPE SLEEVES FOR THE PASSAGE OF    

OPENINGS FOR PENETRATIONS IN SLABS AND WALLS SHALL BE3.   

INSTALLERS TO PREVENT INSTALLATION CONFLICTS.   

FIRE PROTECTION INSTALLER SHALL COORDINATE WITH ALL NECESSARY2.   

ADDED COST TO THE OWNER.   

DISCREPANCIES TO THE SATISFACTION OF THE ENGINEER WITHOUT   

ALL WORK ARISING FROM SUCH FAILURE TO COORDINATE   

INSTALLER OF RESPONSIBILITY. THE INSTALLER SHALL CORRECT   

FAILURE TO NOTIFY THE ENGINEER WILL NOT RELIEVE THE   

BEFORE PROCEEDING WITH THAT PORTION OF THE WORK.   

DISCREPANCIES BETWEEN FIELD CONDITIONS AND THE CONTRACT    

THE INSTALLER SHALL NOTIFY THE ENGINEER OF ANY1.   
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DESIGN, IN COMPLIANCE WITH GENERAL NOTE 6 ON DRAWING NO.

SHALL LOCATE PIPING AND SPRINKLERS AS REQUIRED BY ITS

PURPOSES OF REQUIRED COVERAGE ONLY. THE CONTRACTOR 

PIPING AND SPRINKLER HEAD LOCATIONS ARE FOR ILLUSTRATIVE1.

NOTES:

TEST FITTING

1" INSPECTOR'S

TEST FITTING

1" INSPECTOR'S

ROOM

ELEC.
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MAINTENANCE BAYS

FDC

NOTE 6

NOTE 5

123

TEST FITTING

1" INSPECTOR'S

NOTE 7

BELL

FIRE PUMP

FUEL TANK

NOTE 10

NOTE 8

DAMPERS (TYP 2)

EXHAUST LOUVERS WITH

DIESEL ENGINE INTAKE AND 

NOTE 11

TANK FILL

TANK VENT

BY THE FIRE PROTECTION CONTRACTOR.

PURPOSES ONLY. EXACT LOCATION OF EQUIPMENT TO BE DETERMINED

FIRE PUMP EQUIPMENT LAYOUT IS REPRESENTATIVE FOR PLANNING12.

FOR HORIZONTAL MODELS.

REPLACEABLE FUSIBLE LINK AND STAINLESS STEEL CLOSURE SPRING 

FRAME AND 22 GA CURTAIN-TYPE BLADES, UL-LISTED 165 DEGREE 

ORIENTATION, CONSTRUCTED OF GALVANIZED STEEL WITH 22 GA 

HOUR FIRE RESISTANCE, SUITABLE FOR VERTICAL OR HORIZONTAL 

FIRE DAMPERS SHALL BE SINGLE PANEL, UL CLASSIFIED FOR 1-1#2    

   

FRAME AND 22 GA BLADES, WITH BRONZE ENAMEL FINISH.

LOUVERS SHALL BE CONSTRUCTED OF COLD ROLLED STEEL WITH 18 GA 

PUMP MANUFACTURER.

LOCATION OF OPENINGS TO MEET REQUIREMENTS OF THE DESIGN AND 

WALL. INSTALL LOUVER AND FIRE DAMPER ON EACH OPENING. SIZE AND

PROVIDE (2) TWO OPENINGS (ONE HIGH, ONE LOW) IN SPRINKLER ROOM 11.

NO. P-010.

PROVIDE 10" id SLEEVE THRU SLAB. REFER TO DETAIL ON DRAWING 10.

DETAIL ON DRAWING NO. FP-005.

PROVIDE UPRIGHT SPRINKLERS FOR THE SPRINKLER ROOM. REFER TO 9.

WITH THE DIESEL FIRE PUMP CONTROLLER, REFER TO DRAWING NO. E-401.

DESIGN AND PUMP MANUFACTURER. INTAKE AIR SYSTEM TO INTERLOCK 

SIZE AND LOCATION OF OPENINGS TO MEET REQUIREMENTS OF THE 

INTAKE AIR AND EXHAUST OPENINGS TO PENETRATE THRU SIDEWALL. 8.   

PROTECTION INSTALLER. 

CONCRETE INSTALLER IN THE LOCATION INDICATED BY THE FIRE 

DRAWING NO. S-006. CONCRETE PAD SHALL BE INSTALLED BY THE 

EACH SIDE THAN THE EQUIPMENT BASE. REFER TO DETAIL ON 

INSTALLED ON 6" THICK CONCRETE PAD, SIZED 4" LARGER ON 

BY THE FIRE PROTECTION CONTRACTOR. EQUIPMENT IS TO BE 

TANK. SIZE AND EXACT LOCATION OF EQUIPMENT TO BE DETERMINED 

LOCATION LIMITS FOR THE DIESEL FIRE PUMP AND DIESEL FUEL 7.   

REFER TO RISER DETAIL ON DRAWING NO. FP-005.6.

FOUNDATION WALL.

REFER TO DRAWING NO. C-005 FOR CONTINUATION PAST 5'-0" OFF

TO 5'-0" OFF FOUNDATION WALL BY FIRE PROTECTION INSTALLER. 5.

NO. A-401.

OF FDC WITH MASONRY INSTALLER. REFER TO DETAIL ON DRAWING

FIRE PROTECTION INSTALLER SHALL COORDINATE INSTALLATION4.

OVERHEAD DOORS.

COORDINATE SIDEWALL SPRINKLER INSTALLATION WITH 3.

COORDINATE SPRINKLER HEAD LOCATIONS WITH CRANE.2.

FP-002.

DESIGN, IN COMPLIANCE WITH GENERAL NOTE 6 ON DRAWING NO.

SHALL LOCATE PIPING AND SPRINKLERS AS REQUIRED BY ITS

PURPOSES OF REQUIRED COVERAGE ONLY. THE CONTRACTOR 

PIPING AND SPRINKLER HEAD LOCATIONS ARE FOR ILLUSTRATIVE1.

NOTES:
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TYPICAL UPRIGHT SPRINKLER HEAD

4"

CEILING
PANEL

INSULATED METAL

THAN EXHAUST.

ROUGH OPENING 2" LARGER

INSULATED METAL PANEL, CUT

CENTER EXHAUST PIPE WITHIN

TIGHT TO STEEL BEAM

HOLD EXHAUST PIPE

AROUND EXHAUST PIPE

BLANKET, PACKED

INSULATING FIRE

OVER EXHAUST

FLAPPER COVER

AND INTERIOR

PLATE, EXTERIOR

CHROME ESCUTCHEON 

 

 

 

 
TS

TS

PS

FS TYP (3) PLACES

RISER DETAIL

1.   ZONE DIAMETERS SHALL BE AS REQUIRED BY CONTRACTOR HYDRAULIC CALCULATIONS.

NOTE:

SPRINKLER ROOM

WITH ISOLATION VALVES

BACKFLOW PREVENTER

DRAIN

•" DIA.

TYP (3) PLACES

WITH TAMPER SWITCH

ZONE ISOLATION VALVE

(TYPICAL 3 PLACES)

2" DRAIN AND TEST

ZONE 2

ZONE 1

6" DIA.

DRIP TO DRAIN

CHECK VALVE

CONNECTION

FIRE DEPARTMENT

(2) 2•" DIA.

8" DIA. DUCTILE IRON WATER SERVICE

ZONE 3

TYPICAL PENDENT HEAD @ SUSPENDED CEILING

USPENDED CEILINGS

CHROME ESCUTCHEON

SPRINKLER HEAD

DIESEL ENGINE EXHAUST THRU INSULATED METAL PANEL

ABOVE ROOF LINE

PIPE TO 3-FEET 

EXTEND EXHAUST 
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* Discipline subset includes the General subset and all other discipline subsets.  The 02-Revisions does not need 
a checklist attached.  The standard subsets already have a checklist attached to the index sheets. 


– For Internal CTDOT Use Only Discipline Subset Submittal Checklist  


The following check list shall be checked and attached to each discipline subset * 


prior to being digitally signed. 
 


Check Task Section in DPD 


Manual 


 1. Attach this checklist to the discipline subset. Section 3.1 


 2. Ensure the plans conform to Section 1.4, step 1 of    
the Digital Project Development Manual. 


Section 1.4 


 3. Complete the following tasks using Bluebeam on 


the discipline subset? 


 


 a. Apply Page Labels Section 1.6.2 


 b. Apply Sheet Numbers Section 1.6.2 


 c.  Apply Watermark Section 2.4 


 d. Flatten Markups Section 2.4 


 e. Digital Signature Field Section 2.5.1 


       4. Type name and telephone number below.  
 5.  Upload, if not in Projectwise already, the 


discipline subset into the 100_Contract_Plans 
folder in Projectwise and attribute the document 


correctly? 


Section 3.2.4 


 a. Discipline = CT 


 b. Main Category = CON 


 c.  Sub Category = FDP, DCD, DCD2, 


ADP, ACD, DCO where applicable 
 d. Label = subset number and name. 


   Example of highways subset 
would be 03-Highways. 


   The label for a subset shall be the 


same for both FDP and 
DCD submittals. 


   Addendum submittals shall match 
FDP submittals with the addition 
of “_A#”. 


   Change Order Submittals shall 
match FDP submittals with 
the 
addition of “_C#”.  e. Description field is filled in with 


a description of the subset. 
 f. The applicable bridge no.(s) or signal 


intersection(s) were selected that is/are 
associated with this subset. 


 6. Notify Principal Engineer/Engineer of Record so 
they can apply their Digital Signature 


 


 7. Apply the QA/QC stamp after the discipline 
subset has been digitally signed. 


Section 3.1 


I have performed and checked that all the tasks above were performed correctly. 
 


                    
 


                   Submitted By (Type in Name)                     Phone Number (Type in Phone Number) 



http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D55

http://www.ct.gov/dot/lib/dot/documents/aec/digital_project_development.pdf#page=8

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D12

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D12

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D40

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D41

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D44

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D61

http://www.ct.gov/dot/lib/dot/documents/aec/Digital_Project_Development.pdf#page%3D56
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